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ABSTRACT 
Some previous researches show the potential of natural fibers for the production of filters, as these materials are commonly used in the 
production of tea bags or filters for tobacco. This paper focuses on the use of banana and abaca fiber for water purification, showing thus 
their capacity for heavy metals adsorption; on the other hand, since the filtering media used is formed by natural materials, 
microbiological analysis was carried out, ensuring that no organic pollution happens during the filtering process. This research has been 
approached with cupper and iron (Cu2+ and Fe2+), being both materials commonly used in water supply systems. Spanish regulation 
allows maximum levels of 2 mg/L for Cu2+ and 0.2 mg/L for Fe2+. Two types of vegetable fibers were used: banana fiber from Canary 
Islands and abaca fiber from Ecuador. Also different length fibers have been used, studying that way the effect of the superficial area on 
the adsorptive of ions on natural material. The amount of fiber used has also been varied, from 5 to 20 g per 100mL of water sample. 
Concentration of the metallic ions has also been modified, i.e.: 2, 4 and 6 mg/L for Cu2+ and 0.2, 0.4 and 0.6 mg/L for Fe2+. Ions were 
either studied separately or when both were present in concentrations mentioned above. It has been shown that both types of fiber show 
ability for metallic content reduction in water, without introducing microbial pollution in treated samples. 
Keywords: abaca fibers, banana fibers, water purification, Cu2+, Fe2+. 
 
1. INTRODUCTION 

Nowadays water found in nature cannot be commonly used 
directly for human consumption, because it is not chemically and 
biologically pure enough. There are a wide variety of water 
purification processes, as distillation, evaporation, decantation or 
filtration; the procedure selected depends mainly on the degree of 
pollution. This paper uses the filtration process, which is a 
physico-mechanical procedure for the separation of substances in 
different phases, employing a porous medium (named filter). 
Filters can be opened to the atmosphere (gravity filters, which are 
the ones used during this research) or placed in a tank (pressure 
filters). 

Elements involved in a filtration process are: filtering 
media, the fluid containing the substance to remove, pressure 
difference, which makes the fluid passing through the filtering 
media and a mechanical device (the filter itself) which supports 
the filtering media and contains the liquid, allowing thus the 
process [1]. 

Usual components of filters are polyamide, which supports 
the rest of filtering elements, sand and active carbon. Sand filters 
emulate natural filtering process, removing bacteria and small 
particles [1]. Active carbon is one of the most used materials, 
because of its good adsorption properties; it can be usually found 
as powder, granules, fibers, tissues or discs, being the most 
recently used in specific applications. Powder usually has a 
particle size between 15 – 25 μm and is used when the solute 
shows diffusion problems; granulate active carbon has a size 
around 1000 – 5000 μm and is mainly used in fixed bed devices 
for continuous adsorption process. 

Increased awareness about environment and pollution 
makes processes and products to evolve towards a “greener” 

economy, with higher efficiency, coming from renewable sources, 
with lower GHG’s emission and using recyclable materials. 
Natural fibers appear in the industrial scenario as a possibility for 
substituting some synthetic materials; it has been reported that the 
production of abaca fibers needs 60% less energy than glass fibers 
[2]. Furthermore, natural fibers have neutral CO2 emissions and 
are 100% biodegradable. 

This paper shows the results obtained for purification of 
waters polluted with different concentrations of ions Cu2+ and Fe2+ 
(2, 4 and 6 mg/L for Cu2+ and 0.2, 0.4 and 0.6 mg/L for Fe2+, as 
well as combination of both ions, in order to determine if the 
presence of different ions affects the adsorption of the first one). 
European Directive 15/11/CE establishes the maximum 
concentration for these ions of 2.0mg/L for Cu2+ and 200µg/L for 
Fe2+, with the aim of guaranteeing an adequate supply of water 
accomplishing with quality standards, preventing and reducing the 
pollution of waters. 

Different researchers have found that natural materials are 
potentially suitable to be used for water decontamination. Wheat 
bran was found to be useful for cadmium removal[3], while hemp 
fiber has been used for Cd2+,  Pb2+ and Zn2+ [4]. Wastes from 
yucca production have been also investigated for Cd2+ and Zn2+ 
removing from water solutions [5]. Different ions can be also 
removed by the use of rice hulls [6], jute fiber [7], coconut shells 
[7, 8], peanut shells [9], corn cobs [10], among some other natural 
materials [11 -14]. 

Heavy metals can be successfully determined by different 
technical means, as atomic absorption or colorimetric techniques. 
Atomic absorption without flame (in graphite camera) usually 
offers the lowest detection limits among different methods, being 
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shortly influenced by the analytic complexity of the sample to 
analyse. This method offers good results for natural and potable 
water with moderate levels of different ions. This is the reason for 

using this equipment in the analysis of the samples processed in 
this research. 

 
2. EXPERIMENTAL SECTION 
2.1. Materials. 

Abaca fiber was kindly supplied by the company Celesa 
(abaca fibers from Ecuador), while banana fibers were extracted at 
Universidad de Las Palmas de Gran Canaria. Fibers were cut to 5 
cm, 2.5 cm and 0.5 cm length, and also grinded to get a fluffy 
material. 

Active carbon was used in powder, from PANREAC 
(121237-1609), with maximum contents in copper of 0.005%, 
0.05% of iron, 0.005% of nickel and 0.005% in plumb. Filters also 
were prepared with a layer of washed sea sand (fine grained, QP), 
with average grain size under 0.30 mm, also from PANREAC 
(211161-1210). Polyamide fiber (perlon) was used as support 
media for all components inside the filter.  

Water to be purified has been prepared with running water 
contaminated with Cu2+ and Fe2+ patrons of 1000ppm, from 
PANREAC, preparing solutions of 2, 4 and 6 mg/L for Cu2+and 
0.2, 0.4 and 0.6 mg/L for Fe2+, 6 mg/L Cu2+and 0.6 mg/L Fe2+, 4 

mg/L Cu2+ and 0.4 mg/L Fe2+ and 2 mg/L Cu2+ and 0.2 mg/L Fe2+, 
for the study of influence of the presence of different metals to the 
one to be analysed. Water was analysed before its pollution, in 
order to establish their parameters. 
2.2. Manufacturing of filters. 

Different types of filters were produced, in order to 
determine the behaviour of all components for Cu2+ and Fe2+ 
adsorption. Table 1 contains different typologies of filters 
produced. It is important to note that each typology of filter has 
been used under nine different solutions (three concentrations of 
Cu2+, and respectively of Fe2+ and three solutions combining both 
ions), and, in order to get more accurate results, at least five 
replicas of the filter were produced. 
Figure 1 shows a picture of a filter containing 2.5 cm length abaca 
fiber (typology 7) and another one with grinded abaca fiber 
(typology 15). 

Table 1. Different filters configurations prepared for water filtration 
Filter Layer 1 Layer 2 Layer 3 Layer 4 

Material Amount (g) Material Amount (g) Material Amount (g) Material Amount (g) 
1 Polyamide 5       
2 Polyamide 5 Active carbon 5     
3 Polyamide 5 Active carbon 5 Sand 50   
4 Polyamide 5 Active carbon 5 Sand 50 5 cm abaca fiber 4 
5 Polyamide 5 Active carbon 5 Sand 50 5 cm abaca fiber 8 
6 Polyamide 5 Active carbon 5 Sand 50 5 cm abaca fiber 12 
7 Polyamide 5 Active carbon 5 Sand 50 2.5 cm abaca fiber 4 
8 Polyamide 5 Active carbon 5 Sand 50 2.5 cm abaca fiber 8 
9 Polyamide 5 Active carbon 5 Sand 50 2.5 cm abaca fiber 12 
10 Polyamide 5 Active carbon 5 Sand 50 0.5 cm abaca fiber 4 
11 Polyamide 5 Active carbon 5 Sand 50 0.5 cm abaca fiber 8 
12 Polyamide 5 Active carbon 5 Sand 50 0.5 cm abaca fiber 12 
13 Grinded abaca fiber 5       
14 Grinded abaca fiber 10       
15 Grinded abaca fiber 20       
16 Grinded banana fiber 20       

 
Figure 1. Left, filter with polyamide, active carbon, 
sand and abaca fiber (bottom to top); right, filter with 
grinded abaca fiber.

 
2.3. Production of samples. Samples were prepared by filtering 
100 mL of the solution and collecting the filtered liquid. To 
accurate an adequate conservation of samples after filtration (for 
metals determination) 100 µL of HNO3 1N were added per 50 mL 

of sample. Samples for microbiological analyses must be prepared 
and analysed, as is not possible to preserve them to avoid errors.  
2.4. Samples analysis. Samples were analysed in a graphite 
camera atomic absorption spectroscope VARIAN (AA-240Z with 
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Graphite chamber). The prepared solutions were also measured to 
precisely define their metals concentration previously to the 
filtration process. Microbiological behaviour of filters was 
determined by the use of sterilefiltering membranes (pores of 0.45 

µm), from PALL corporation, which underwent a cultivation 
process in ovens for 24 hours at 35 ± 2 ºC, for determination of 
total coliforms (m-Endo method). 

3. RESULTS SECTION 
It has been proved that polyamide does not modify the 

concentration of ions in water solution, as the average efficiency 
obtained is 1.4 %; this fact can ensure this material just acts as 
support of the remaining layers of materials which form the filter. 
Active carbon filters (typology 2) show an important reduction of 
33.9 % of Cu2+ (initial concentration of 6 mg/L).  

 
Figure 2. Average efficiencies (in %) of filters for Cu2+ 
reduction (initial concentration of 6 mg/L). 

 

Filters including also a layer of sand show an average 
reduction of Cu2+ ions of 40.8 %, which is slightly higher than 
efficiency obtained just for granular active carbon. 

Figure 2 shows average values for reduction of Cu2+ ions in 
a 6 mg/L solution; it is clearly observed that there are no 
significant differences among all different typologies of filters 
(except for typology 1, which just consists on polyamide), as 
stated after a simple Anova statistical analysis, showing p – value 
> 0.05, and an average value of 35.5 % of cupper reduction. 
 So, it can be concluded that the use of long abaca fibers 
(0.5 cm, 2.5 cm and 5 cm) does not improve the reduction of 
copper ions; as one important aspectin adsorption is the surface 
area of the material, grinded fiber is expected to reach higher 
levels of ions reduction. Table 2 show the efficiency of filters with 
grinded fiber; it is observed that filters with higher amounts of 
fiber show higher reduction of Cu2+, with similar levels of 
reduction for Fe2+. This fact may mean that abaca fiber has higher 
affinity to copper ions; on the other hand, if these results are 
compared with the ones obtained for banana filter (typology 16), it 
seems that banana fiber shows more affinity to Fe2+. 

 
Table 2. Efficiency (%) of different filters with grinded abaca and banana fiber for different solutions 

Filter Initial concentration of Cu2+ Initial concentration of Fe2+ 
6 mg/L 4 mg/L 2 mg/L 0.6mg/L 0.4mg/L 0.2mg/L 

Grinded abaca fiber 13 13.4 33.1 60.2 39.6 45.0 53.8 
14 23.6 29.6 74.1 48.6 44.0 67.0 
15 71.8 49.3 75.4 45.3 39.3 60.4 

Grinded banana fiber 16 30.3 28.1 30.5 65.0 70.4 67.8 
 

It is important to note that these filters just consist on 
grinded abaca or banana fibers, without any other component, and 
that efficiencies reach up to almost 72 % for abaca fiber and 30 % 
for banana fiber, which are similar values to those obtained by 
active carbon. As comparison, tea residues are reported to show an 
efficiency of 41-46 % for Cu2+ [14, 15], while rice husk efficiency 
for these ions is found to be around 45 % [16]; jute fiber can 
remove up to 34.9 % of Cu2+ [7]. In Table 3 it could be seen the 
efficiency of filters with grinded fiber, when both metals are 

present in the solution. It is observed that Cu2+ reduction is 
improved when Fe2+ is also present for abaca filters, however it is 
not modified for banana filter. Nevertheless, efficiency in 
Fe2+removing is not as clearly affected by the presence of 
Cu2+ions, tending to be reduced for both types of fibers filters. 
Water filtered through abaca or banana fibers have shown no 
growth of bacteria in the membranes, meaning that these types of 
fibers are safe for water purification. This can be observed in 
figure 3, where no bacterial colony growth has taken place. 

 
Table 3. Efficiency (%) of filters with grinded fiber for combination of metals 

Filter Efficiency of Cu2+ reduction Efficiency of Fe2+ reduction 
6 mg/L of Cu2+ 
and 0.6 mg/L 
of Fe2+ 

4 mg/L of 
Cu2+and 0.4 
mg/L of Fe2+ 

2 mg/L of 
Cu2+and 

0.2 mg/L of Fe2+ 

6 mg/L of Cu2+ 
and 0.6 mg/L 
of Fe2+ 

4 mg/L of 
Cu2+and 0.4 
mg/L of Fe2+ 

2 mg/L of 
Cu2+and 

0.2 mg/L of Fe2+ 
Grinded abaca fiber 13 49.8 51.1 61.1 38.0 40.7 32.2 

14 57.2 72.6 11.3 40.5 38.4 28.5 
15 74.6 59.9 8.1 40.9 30.9 32.0 

Grinded banana fiber 16 31.2 26.6 30.5 69.5 62.7 58.7 
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Figure 3. Membrane filter after 
cultivation, showing no bacterial 
growing

 
4. CONCLUSIONS 

Banana and abaca fibers are both suitable to be used for 
water purification, as they show acceptable efficiencies in Cu2+ 
and Fe2+ removing. Abaca fiber shows higher affinity to Cu2+, 
while banana fiber is higher to Fe2+. The increased content in fiber 
and a lower size of fiber are correlated with a higher reduction in 
Cu2+. The efficiency of Cu2+ reduction is increased when Fe2+ ions 

are present in the solution, while Fe2+ adsorption decreases when 
the solution also contents Cu2+. Higher efficiencies for the 
reduction of Cu2+ and Fe2+ could be achieved by the combination 
of both types of fibers. Since the microbial growth was absent the 
use of banana and abaca fibers is safe for water purification. 

5. REFERENCES 
[1] Rao, KS, Mohapatra, M, Anand, S, Venkateswarlu, P. Review on 
cadmium removal from aqueous solutions. Inter. J. Eng. Sci. Technol. 2, 
81-103, 2010. 
[2] Bailey SE, Olin T J, Bricka RM, Adrian DD. A review of potentially 
low-cost sorbents for heavy metals.Water Res. 2469-2479, 1999. 
[3] Nouri L, Ghodbane I, Hamdaoui O. Batch sorption dynamics and 
equilibrium for the removal of cadmium ions from aqueous phase using 
wheat bran. J. Hazard.Mater. 149, 115-125, 2007. 
[4] Pejic B, Vukcevic M, Kostic M, Skundric P. Biosorption of heavy 
metal ions from aqueous solutions by short hemp fiber. Effect of chemical 
composition.J. Hazard. Mater. 164, 146-153, 2008.  
[5] Horfall, M, Abia AA. Sorption of cadmium(II) and zinc(II) ions from 
aqueous solutions by cassava waste biomass. Water Res. 37: 4913-4923, 
2003.  
[6] Teixeira Tarley CR, Costa Ferreira SL, ZezziArruda MA. Use of 
modified rice husks as a natural solid adsorbent of trace metals: 
characterization and development of an on-line preconcentration system 
for cadmium and lead determination by FAAS. Microchem. J. 77, 163-
175, 2004. 
[7] Shukla SR, Pai RS. Adsorption of Cu(II), Ni(II) and ZN(II) on 
modified jute fibers. Bioresour. Technol. 96, 1430-1438, 2005. 
[8] Huamán Pino G, Souza de Mesquita LM, Torem ML, Saavedra Pinto 
GA. Biosorption of cadmium by green coconut shell powder.Miner.Eng. 
19, 380-387, 2006. 

[9] Witek-Krowiak A, Szafran RG, Modelski S. Biosorption of heavy 
metals from aqueous solutions onto peanut shell as a low – cost 
biosorbent. Desalination.265, 126-134, 2011. 
[10] Vaughan T, Seo CW, Marschall WE. Removal of selected metal ions 
from aqueous solution using modified corncobs. Bioresour.Technol. 78, 
133-139, 2001. 
[11] Ismail ZA. Kinetic study for phosphate removal from water by 
recycled date – palm wastes as agricultural by – products.Inter. J. 
Environ. Stud. 69, 135-149, 2012. 
[12] Ho Lee S, Rag Kim K, Kim N, HyungYoo J, Chung H. Removal of 
heavy metals from aqueous solution by apple residues in packed columns. 
J. Ind. Eng. Chem. 4, 205-210, 1998. 
[13] Castro RSD, Caetano L, Ferreira G, Padihla PM, Saeki MJ, Zara LF, 
Martines MAU, Castro GR. Banana peel applied to the solid phase 
extraction of copper and lead from river waste: preconcentration of metal 
ions with fruit waste. Ind. Eng. Chem. Res. 50, 3446-3451, 2011. 
[14] Cay S, Uyanik A, Ozasik A. A single and binary component 
adsorption of copper(II) and cadmium(II) from aqueous solutions using 
tea – industry waste. Separ.Purif.Method. 38, 273-280, 2004. 
[15] Amarasinghe BMWPK, Williams RA. Tea waste as a low cost 
adsorbent for the removal of Cu and Pb from wastewater.Chem. Eng. J. 
132, 299-309, 2007. 
[16] Luo X, Deng Z, Lin X, Zhang C. Fixed – bed column study for Cu2+ 
removal from solution using expanding rice husk. J. Hazard. Mater.187, 
182-189, 2011. 

 



 (
Biointerface Research in Applied Chemistry
www.BiointerfaceResearch.com
) (
Volume 4, Issue 
4
, 2014, 
8
32
-
8
35
) (
Original Research Article
) (
Open Access Journal
) (
ISSN 2069-5837
)

 (
Received: 
22.06.2014 
/ Revised:
 30.07.2014
 / Accepted:
 12.08.2014
 / Published on-line: 
15.08.2014
)

Use of abaca and banana fibers for water purification

Zaida Ortega 1*, Jennifer Vaswani 1, Miriam Velasco 2, Mario Domingo Monzón 3, Juan Emilio González 1 

1 Departamento de Ingeniería de Procesos, Universidad de Las Palmas de Gran Canaria, Campus de Tafira Baja, 35017, Las Palmas de Gran Canaria, Spain

2 Universidad de Las Palmas de Gran Canaria, Campus de Tafira Baja, 35017, Las Palmas de Gran Canaria, Spain

3 Departamento de Ingeniería Mecánica, Universidad de Las Palmas de Gran Canaria, Campus de Tafira Baja, 35017, Las Palmas de Gran Canaria, Spain 

*corresponding author e-mail address:zortega@lfi.gi.ulpgc.es

ABSTRACT

Some previous researches show the potential of natural fibers for the production of filters, as these materials are commonly used in the production of tea bags or filters for tobacco. This paper focuses on the use of banana and abaca fiber for water purification, showing thus their capacity for heavy metals adsorption; on the other hand, since the filtering media used is formed by natural materials, microbiological analysis was carried out, ensuring that no organic pollution happens during the filtering process. This research has been approached with cupper and iron (Cu2+ and Fe2+), being both materials commonly used in water supply systems. Spanish regulation allows maximum levels of 2 mg/L for Cu2+ and 0.2 mg/L for Fe2+. Two types of vegetable fibers were used: banana fiber from Canary Islands and abaca fiber from Ecuador. Also different length fibers have been used, studying that way the effect of the superficial area on the adsorptive of ions on natural material. The amount of fiber used has also been varied, from 5 to 20 g per 100mL of water sample.

Concentration of the metallic ions has also been modified, i.e.: 2, 4 and 6 mg/L for Cu2+ and 0.2, 0.4 and 0.6 mg/L for Fe2+. Ions were either studied separately or when both were present in concentrations mentioned above. It has been shown that both types of fiber show ability for metallic content reduction in water, without introducing microbial pollution in treated samples.
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Nowadays water found in nature cannot be commonly used directly for human consumption, because it is not chemically and biologically pure enough. There are a wide variety of water purification processes, as distillation, evaporation, decantation or filtration; the procedure selected depends mainly on the degree of pollution. This paper uses the filtration process, which is a physico-mechanical procedure for the separation of substances in different phases, employing a porous medium (named filter). Filters can be opened to the atmosphere (gravity filters, which are the ones used during this research) or placed in a tank (pressure filters).

Elements involved in a filtration process are: filtering media, the fluid containing the substance to remove, pressure difference, which makes the fluid passing through the filtering media and a mechanical device (the filter itself) which supports the filtering media and contains the liquid, allowing thus the process [1].

Usual components of filters are polyamide, which supports the rest of filtering elements, sand and active carbon. Sand filters emulate natural filtering process, removing bacteria and small particles [1]. Active carbon is one of the most used materials, because of its good adsorption properties; it can be usually found as powder, granules, fibers, tissues or discs, being the most recently used in specific applications. Powder usually has a particle size between 15 – 25 μm and is used when the solute shows diffusion problems; granulate active carbon has a size around 1000 – 5000 μm and is mainly used in fixed bed devices for continuous adsorption process.

Increased awareness about environment and pollution makes processes and products to evolve towards a “greener” economy, with higher efficiency, coming from renewable sources, with lower GHG’s emission and using recyclable materials. Natural fibers appear in the industrial scenario as a possibility for substituting some synthetic materials; it has been reported that the production of abaca fibers needs 60% less energy than glass fibers [2]. Furthermore, natural fibers have neutral CO2 emissions and are 100% biodegradable.

This paper shows the results obtained for purification of waters polluted with different concentrations of ions Cu2+ and Fe2+ (2, 4 and 6 mg/L for Cu2+ and 0.2, 0.4 and 0.6 mg/L for Fe2+, as well as combination of both ions, in order to determine if the presence of different ions affects the adsorption of the first one). European Directive 15/11/CE establishes the maximum concentration for these ions of 2.0mg/L for Cu2+ and 200µg/L for Fe2+, with the aim of guaranteeing an adequate supply of water accomplishing with quality standards, preventing and reducing the pollution of waters.

Different researchers have found that natural materials are potentially suitable to be used for water decontamination. Wheat bran was found to be useful for cadmium removal[3], while hemp fiber has been used for Cd2+,  Pb2+ and Zn2+ [4]. Wastes from yucca production have been also investigated for Cd2+ and Zn2+ removing from water solutions [5]. Different ions can be also removed by the use of rice hulls [6], jute fiber [7], coconut shells [7, 8], peanut shells [9], corn cobs [10], among some other natural materials [11 -14].

Heavy metals can be successfully determined by different technical means, as atomic absorption or colorimetric techniques. Atomic absorption without flame (in graphite camera) usually offers the lowest detection limits among different methods, being shortly influenced by the analytic complexity of the sample to analyse. This method offers good results for natural and potable water with moderate levels of different ions. This is the reason for using this equipment in the analysis of the samples processed in this research.





2. EXPERIMENTAL SECTION



2.1. Materials.

Abaca fiber was kindly supplied by the company Celesa (abaca fibers from Ecuador), while banana fibers were extracted at Universidad de Las Palmas de Gran Canaria. Fibers were cut to 5 cm, 2.5 cm and 0.5 cm length, and also grinded to get a fluffy material.

Active carbon was used in powder, from PANREAC (121237-1609), with maximum contents in copper of 0.005%, 0.05% of iron, 0.005% of nickel and 0.005% in plumb. Filters also were prepared with a layer of washed sea sand (fine grained, QP), with average grain size under 0.30 mm, also from PANREAC (211161-1210). Polyamide fiber (perlon) was used as support media for all components inside the filter. 

Water to be purified has been prepared with running water contaminated with Cu2+ and Fe2+ patrons of 1000ppm, from PANREAC, preparing solutions of 2, 4 and 6 mg/L for Cu2+and 0.2, 0.4 and 0.6 mg/L for Fe2+, 6 mg/L Cu2+and 0.6 mg/L Fe2+, 4 mg/L Cu2+ and 0.4 mg/L Fe2+ and 2 mg/L Cu2+ and 0.2 mg/L Fe2+, for the study of influence of the presence of different metals to the one to be analysed. Water was analysed before its pollution, in order to establish their parameters.

2.2. Manufacturing of filters.

Different types of filters were produced, in order to determine the behaviour of all components for Cu2+ and Fe2+ adsorption. Table 1 contains different typologies of filters produced. It is important to note that each typology of filter has been used under nine different solutions (three concentrations of Cu2+, and respectively of Fe2+ and three solutions combining both ions), and, in order to get more accurate results, at least five replicas of the filter were produced.

Figure 1 shows a picture of a filter containing 2.5 cm length abaca fiber (typology 7) and another one with grinded abaca fiber (typology 15).





Table 1. Different filters configurations prepared for water filtration

		Filter

		Layer 1

		Layer 2

		Layer 3

		Layer 4



		

		Material

		Amount (g)

		Material

		Amount (g)

		Material

		Amount (g)

		Material

		Amount (g)



		1

		Polyamide

		5

		

		

		

		

		

		



		2

		Polyamide

		5

		Active carbon

		5

		

		

		

		



		3

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		

		



		4

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		5 cm abaca fiber

		4



		5

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		5 cm abaca fiber

		8



		6

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		5 cm abaca fiber

		12



		7

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		2.5 cm abaca fiber

		4



		8

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		2.5 cm abaca fiber

		8



		9

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		2.5 cm abaca fiber

		12



		10

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		0.5 cm abaca fiber

		4



		11

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		0.5 cm abaca fiber

		8



		12

		Polyamide

		5

		Active carbon

		5

		Sand

		50

		0.5 cm abaca fiber

		12



		13

		Grinded abaca fiber

		5

		

		

		

		

		

		



		14

		Grinded abaca fiber

		10

		

		

		

		

		

		



		15

		Grinded abaca fiber

		20

		

		

		

		

		

		



		16

		Grinded banana fiber

		20

		

		

		

		

		

		











Figure 1. Left, filter with polyamide, active carbon, sand and abaca fiber (bottom to top); right, filter with grinded abaca fiber.





2.3. Production of samples. Samples were prepared by filtering 100 mL of the solution and collecting the filtered liquid. To accurate an adequate conservation of samples after filtration (for metals determination) 100 µL of HNO3 1N were added per 50 mL of sample. Samples for microbiological analyses must be prepared and analysed, as is not possible to preserve them to avoid errors. 

2.4. Samples analysis. Samples were analysed in a graphite camera atomic absorption spectroscope VARIAN (AA-240Z with Graphite chamber). The prepared solutions were also measured to precisely define their metals concentration previously to the filtration process. Microbiological behaviour of filters was determined by the use of sterilefiltering membranes (pores of 0.45 µm), from PALL corporation, which underwent a cultivation process in ovens for 24 hours at 35 ± 2 ºC, for determination of total coliforms (m-Endo method).



3. RESULTS SECTION



It has been proved that polyamide does not modify the concentration of ions in water solution, as the average efficiency obtained is 1.4 %; this fact can ensure this material just acts as support of the remaining layers of materials which form the filter.

Active carbon filters (typology 2) show an important reduction of 33.9 % of Cu2+ (initial concentration of 6 mg/L). 



Figure 2. Average efficiencies (in %) of filters for Cu2+ reduction (initial concentration of 6 mg/L).



Filters including also a layer of sand show an average reduction of Cu2+ ions of 40.8 %, which is slightly higher than efficiency obtained just for granular active carbon.

Figure 2 shows average values for reduction of Cu2+ ions in a 6 mg/L solution; it is clearly observed that there are no significant differences among all different typologies of filters (except for typology 1, which just consists on polyamide), as stated after a simple Anova statistical analysis, showing p – value > 0.05, and an average value of 35.5 % of cupper reduction.

	So, it can be concluded that the use of long abaca fibers (0.5 cm, 2.5 cm and 5 cm) does not improve the reduction of copper ions; as one important aspectin adsorption is the surface area of the material, grinded fiber is expected to reach higher levels of ions reduction. Table 2 show the efficiency of filters with grinded fiber; it is observed that filters with higher amounts of fiber show higher reduction of Cu2+, with similar levels of reduction for Fe2+. This fact may mean that abaca fiber has higher affinity to copper ions; on the other hand, if these results are compared with the ones obtained for banana filter (typology 16), it seems that banana fiber shows more affinity to Fe2+.





Table 2. Efficiency (%) of different filters with grinded abaca and banana fiber for different solutions

		Filter

		Initial concentration of Cu2+

		Initial concentration of Fe2+



		

		6 mg/L

		4 mg/L

		2 mg/L

		0.6mg/L

		0.4mg/L

		0.2mg/L



		Grinded abaca fiber

		13

		13.4

		33.1

		60.2

		39.6

		45.0

		53.8



		

		14

		23.6

		29.6

		74.1

		48.6

		44.0

		67.0



		

		15

		71.8

		49.3

		75.4

		45.3

		39.3

		60.4



		Grinded banana fiber

		16

		30.3

		28.1

		30.5

		65.0

		70.4

		67.8









It is important to note that these filters just consist on grinded abaca or banana fibers, without any other component, and that efficiencies reach up to almost 72 % for abaca fiber and 30 % for banana fiber, which are similar values to those obtained by active carbon. As comparison, tea residues are reported to show an efficiency of 41-46 % for Cu2+ [14, 15], while rice husk efficiency for these ions is found to be around 45 % [16]; jute fiber can remove up to 34.9 % of Cu2+ [7]. In Table 3 it could be seen the efficiency of filters with grinded fiber, when both metals are present in the solution. It is observed that Cu2+ reduction is improved when Fe2+ is also present for abaca filters, however it is not modified for banana filter. Nevertheless, efficiency in Fe2+removing is not as clearly affected by the presence of Cu2+ions, tending to be reduced for both types of fibers filters. Water filtered through abaca or banana fibers have shown no growth of bacteria in the membranes, meaning that these types of fibers are safe for water purification. This can be observed in figure 3, where no bacterial colony growth has taken place.





Table 3. Efficiency (%) of filters with grinded fiber for combination of metals

		Filter

		Efficiency of Cu2+ reduction

		Efficiency of Fe2+ reduction



		

		6 mg/L of Cu2+ and 0.6 mg/L of Fe2+

		4 mg/L of Cu2+and 0.4 mg/L of Fe2+

		2 mg/L of Cu2+and

0.2 mg/L of Fe2+

		6 mg/L of Cu2+ and 0.6 mg/L of Fe2+

		4 mg/L of Cu2+and 0.4 mg/L of Fe2+

		2 mg/L of Cu2+and

0.2 mg/L of Fe2+



		Grinded abaca fiber

		13

		49.8

		51.1

		61.1

		38.0

		40.7

		32.2



		

		14

		57.2

		72.6

		11.3

		40.5

		38.4

		28.5



		

		15

		74.6

		59.9

		8.1

		40.9

		30.9

		32.0



		Grinded banana fiber

		16

		31.2

		26.6

		30.5

		69.5

		62.7

		58.7













Figure 3. Membrane filter after cultivation, showing no bacterial growing



4. CONCLUSIONS
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Banana and abaca fibers are both suitable to be used for water purification, as they show acceptable efficiencies in Cu2+ and Fe2+ removing. Abaca fiber shows higher affinity to Cu2+, while banana fiber is higher to Fe2+. The increased content in fiber and a lower size of fiber are correlated with a higher reduction in Cu2+. The efficiency of Cu2+ reduction is increased when Fe2+ ions are present in the solution, while Fe2+ adsorption decreases when the solution also contents Cu2+. Higher efficiencies for the reduction of Cu2+ and Fe2+ could be achieved by the combination of both types of fibers. Since the microbial growth was absent the use of banana and abaca fibers is safe for water purification.
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